The development of the wind energy industry is seriously restricted by grid connection issues and wind energy generation rejections introduced by the intermittent nature of wind energy sources. As a solution of these problems, a wind power system integrating with a thermal energy storage (TES) system for district heating (DH) is designed to make best use of the wind power in the present work. The operation and control of the system are described in detail. A one-dimensional system model of the system is developed based on a generic model library using the object-oriented language Modelica for system modeling. Validations of the main components of the TES module are conducted against experimental results and indicate that the models can be used to simulate the operation of the system. The daily performance of the integrated system is analyzed based on a seven-day operation. And the influences of system configurations on the performance of the integrated system are analyzed. The numerical results show that the integrated system can effectively improve the utilization of total wind energy under great wind power rejection.
Introduction
As one of the fastest growing renewable energy sources, wind energy has significantly contributed to the energy supply of the world. The exploitation potential of onshore and offshore wind resources amounts to 2600 GW and 500 GW, respectively, in China [1] . Worldwide, in the Global Wind Energy Council's moderate scenario, the amount of electricity provided by wind energy will be as high as 8% of the total demand in 2020. By 2050, the global installed capacity of wind power will reach 3984 GW [2] . However, due to the intermittent and highly variable natures of wind power caused by the spatial and temporal wind speed variations, the development of wind energy is falling into bottleneck [3] . There is often a big mismatch between the power supply and demand. In addition, the intermittent will cause problems for grid connection and lead to serious rejection of wind energy. The wind energy rejection is defined as the total amount of the electrical energy, which could be generated by the wind farm according to the wind resources, but is disconnected with the power grid by the electric power dispatching institution (EPDI) [4] .
The general solutions to overcome the intermittence of wind power systems is to equip wind power plants (WPPs) with flexible technologies [5] , such as demand response technology [6] , flexible adjustment technology of conventional unit [7] , energy storage technology [8] , etc. It is found that the energy storage technology can play a prominent role in facilitating high penetration of wind energy [9] . Integrating the intermittent energy sources like wind energy with an energy storage system can achieve the economic dispatch for the power generator in a manner similar to conventional power plants [10] . Using an energy storage system would help the grid connection during the periods that grid is facing high peak demand and shifting the grid load from peak and busy time to a less demand time. The energy storage can help smooth the variations in wind power generation by controlling WPP output and enabling an increased penetration of wind power [9, 11] . Researchers found that the implementation of energy storage can reduce total energy generation costs for wind energy penetration levels by up to 30% [12] . The storage technologies used in renewable energy are not only in the form of electrical energy, but also the chemical and thermal energy [13] .
Thermal energy storage (TES) has been proved to be a practical energy dispatcher, because it is cost effective, large scale allowed, long-lived and environmentally friendly [13, 14] . Two-tank sensible-heat TES system (storing and releasing thermal energy by heating and cooling storage medium [15] ) using Solar Salt (binary mixture of 60% NaNO 3 and 40% KNO 3 ) as a heat transfer fluid (HTF) and a storage medium is the most widespread TES configuration at commercial level due to its high thermal efficiency and strong operability [16, 17] . The molten salt is chosen for energy storage because it is recognized as one of the best HTF in TES [18, 19] , and the low cost of molten salt TES (MSTES) makes the projects economically applicable. The two-tanks MSTES system option has a unit cost of $10-20/kWh depending on storage capacity [20, 21] . The concept of wind power utilizing direct thermal energy conversion and TES was proposed and studied by Okazaki [22] , in which a cost estimation of the wind powered TES system becoming the most economical system than that of conventional wind power was obtained.
In the three northern regions (the northwest, north and northeast region of China), severe wind power output rejection often occurs, for rich wind resources and high variations in wind speed, especially in winter (heating seasons). According to the statistical data of 2016 from the State Grid Corporation of China (SGCC), about 63% of the rejected wind energy occurs in heating seasons [23] . A large part of the rejected wind energy can justly be consumed by a district heating (DH) system to feed high heat demands in these places. SGCC has invested eight thermal power plants in which the wind energy is used as the first dispatch. One of these thermal power plants, the demonstration plant of Dabancheng in Xinjiang province, is able to utilize 120 GWh wind energy annually [24] . A commercial cleaner heating project for full-time DH by storing and converting valley wind and solar electricity based on MSTES is under construction [25] . By doing this, the utilization of wind can be largely improved, while the thermal load of traditional heating supply systems (usually coal-fired power plants) is largely reduced, which is greatly helpful to mitigate the issue of air pollution and facilitate energy structure transition in China.
Currently, numerous studies indicate that, DH supplied with electricity has permeated into the policy of combating global climate change [26, 27] . In countries where wind power accounts for a large amount of electricity production, a considerable portion of the stored wind energy is used to support the DH system in low electricity demand periods [28] . By the year of 2011, half of urban areas in China had DH systems, and more than 60% of heating in private Danish houses is provided by DH [29] . By taking advantage of the well-equipped heating networks of these areas, wind power can be cost-effectively connected to the conventional heating terminals [30] .
TES as a way for renewable energy storage is applied in about half of the concentrating solar power (CSP) plants throughout the world [31] . A number of studies have investigated the integration of CSP and TES, considering the various factors like the dynamic processes of TES system charge and discharge [32] , the changes of heat transfer in the heat exchanger [33] , the estimation method of TES costs [21] , the control of the power output [34] , etc. Moreover, the thermal energy from solar irradiance can be absorbed by TES and then used to feed the heat load. The two-tank system model is developed and checked to evaluate the performance of the heating system [35] . In some hybrid systems, TES is integrated into the grid for electricity storage [36] . The off-peak wind, photovoltaic and other conventional electric generations can be stored in the TES facility and then converts back to serve the peak demand [37] . Mowers et al. [38] provided a method for developing and coordinating CSP, TES and wind in a baseload service. One conceptual wind power system has been put forward coupling with the TES to solve the grid connection issues [22] .
According to the authors' literature research, few work is reported to explore the potential of utilizing the rejected wind power for DH in heating seasons with the aid of TES. To this end, an integrated Wind-TES (WTES) system is developed in the present study. A two-tank TES is employed to dispatch the rejected wind power under specific control schemes. The modeling and simulation of the system is implemented on Dymola software using Modelica language. System performances in both electric power and heat supply are investigated. Parametric analysis on system key parameters are performed.
System Description
The complete WTES system is constituted by a WPP unit, a power controller (acting as an EPDI), two heaters (water heater and molten salt heater), a two-tank TES system, a heat exchanger (HE), a DH circuit and a TES controller. Typical system structure is shown in Figure 1 . According to the authors' literature research, few work is reported to explore the potential of utilizing the rejected wind power for DH in heating seasons with the aid of TES. To this end, an integrated Wind-TES (WTES) system is developed in the present study. A two-tank TES is employed to dispatch the rejected wind power under specific control schemes. The modeling and simulation of the system is implemented on Dymola software using Modelica language. System performances in both electric power and heat supply are investigated. Parametric analysis on system key parameters are performed.
The complete WTES system is constituted by a WPP unit, a power controller (acting as an EPDI), two heaters (water heater and molten salt heater), a two-tank TES system, a heat exchanger (HE), a DH circuit and a TES controller. Typical system structure is shown in Figure 1 . The electrical power obtained from wind fluctuates with the wind speed. Without the aid of energy storage, the wind power output cannot match the grid demand, the EPDI may curtail the excess and insufficient generation from the grid, resulting in energy rejection. The considered integrated system aims to use the cheap and rejected wind power to achieve the heat demand of users, therefore improving the utilization of wind energy. The power controller makes the decision of whether to supply and turn on the charge mode. Two-step control is applied in the power controller, the first step control is to judge whether or not the output electrical power will match the grid demand. If the output power is equal the grid demand, it will be connected to the grid. If the output power is larger than the grid demand, the excess power will be filtered out from the grid input by the power controller. Once the output power is not enough to meet the grid demand, the power controller will disconnect the insufficient power from the grid and make judgement an hour later (refer to the operational constraint applied in flexible small and medium-sized reactor according to reference [39] ). The power controller can carry on the confluence of the filtered and disconnected electrical powers. The second step control is to divide the confluent power into two parts by the heat demand of DH. One is used for full-time continuous heating and the other one is used for TES. If the confluent power is equal to or below the heat demand, it will be used to heat the water of the heating loop directly (continuous heating) in a water heater. If the confluent power exceeds the heat demand, the excess part will be stored in the direct two-tank TES system and come into use when the The electrical power obtained from wind fluctuates with the wind speed. Without the aid of energy storage, the wind power output cannot match the grid demand, the EPDI may curtail the excess and insufficient generation from the grid, resulting in energy rejection. The considered integrated system aims to use the cheap and rejected wind power to achieve the heat demand of users, therefore improving the utilization of wind energy. The power controller makes the decision of whether to supply and turn on the charge mode. Two-step control is applied in the power controller, the first step control is to judge whether or not the output electrical power will match the grid demand. If the output power is equal the grid demand, it will be connected to the grid. If the output power is larger than the grid demand, the excess power will be filtered out from the grid input by the power controller. Once the output power is not enough to meet the grid demand, the power controller will disconnect the insufficient power from the grid and make judgement an hour later (refer to the operational constraint applied in flexible small and medium-sized reactor according to reference [39] ). The power controller can carry on the confluence of the filtered and disconnected electrical powers. The second step control is to divide the confluent power into two parts by the heat demand of DH. One is used for full-time continuous heating and the other one is used for TES. If the confluent power is equal to or below the heat demand, it will be used to heat the water of the heating loop directly (continuous heating) in a water heater. If the confluent power exceeds the heat demand, the excess part will be stored in the direct two-tank TES system and come into use when the continuous heating power cannot meet the heat demand. The electric and heat demands are changeable due to the living style of humans and climate change. The control scheme described above is summarized by the flow chart in Figure 2 .
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Height of cold tank M 10
Height of hot tank m 10
Diameter of cold tank m 10
Diameter of hot tank m 10
Initial temperature of water K 273
Heat transfer area of salt-water HE m 2 
50.2
Heat transfer surface of air-water HE m 2 
50,000
Heat exchange coefficient of air-water HE W/(m 2 ·K) 10
Mathematical Model
System control and system performance prediction are two of the most important goals of system simulation. The numerical results can be helpful to the optimal design of an integrated system. In this section, a model library developed with Modelica in Dymola simulation platform and the main components within the model library for system modeling will be presented.
Modelica Model Library
Modeling and simulations are very useful for engineering design, operating control and optimization of a complex heterogeneous physical system like WTES system. Besides, they play very important roles in checking, validating and improving the system performances. Modelica is a non-proprietary, object-oriented, multi-domain and equation-based language, it is very suitable for modeling and simulation of systems.
Recently, many studies on the modeling and simulation of renewable energy systems have been done with Modelica. Particularly, it has been adopted for the dynamic performance analysis of WPPs and TES systems for CSP plants. Eberhar et al. [40] developed an open source Modelica library to model the overall behavior of a WPP. Petersson et al. [41] implemented the model of a small WPP with Dymola and tested the optimization and control of the power output. Hefni et al. [42, 43] established a Modelica-based generic library for the thermodynamic community, the library was mainly used to study some characteristics of CSP plant. Zaversky et al. [44] simulated the transient responses of a typical active indirect two-tank TES system. Faille et al. [45] dealt with the development of a control design model for a 1 MW Solar Tower equipped with a heat storage facility. These studies can be used as reference for the modeling and simulation of the designed integrated system. In the present modeling efforts, a new model library named WindEnergyStorage is developed and intends to be used for the numerical analysis of WPP systems, TES systems, DH systems and other related energy sectors.
According to the system description and design parameters in Section 2, the top-level model for the system in Modelica is shown in Figure 4 . The dynamic model is capable of describing the dynamic behavior of the entire WTES system and performing some detailed performance analyses. 
Components Models

Wind Power Unit Module
In a wind power unit, the kinetic energy of wind is converted to electric energy. The unit module consists of four main model components: the wind source model, the wind turbine model, the gearbox model and the generator model. There are many methods for modeling the wind source, the simplest way is to capture the wind speed from a real wind farm. In a single wind power unit, wind energy is extracted from wind by the combined work of blades, rotor and pitch, which together make up the wind turbine model. Then, the energy will be passed to a generator via a gearbox. The gearbox connects the turbine with the generator and increases the low rotating speed in the wind turbine into a higher value; the generator is coupled to the high-speed side of the gearbox and transforms the mechanical energy into electricity.
The kinetic power from the wind is given by the following equation:
where ρ is the density of air, S is the effective area swept by the blades and v is the input wind speed. According to Betz's law, the actual power conversion efficiency of a wind turbine is always less than a limit ratio of 16/27 (  0.593 ) [46] . Thus, the actual power converted by wind turbine is
where P C is the performance coefficient of wind turbine, and the maximum will not be greater than 0.593.
If the angular movement of airstream is taken into account, the performance coefficient can be described by nonlinear functions of the pitch angle of blades and the tip speed ratio of the wind turbine, and modeled by the empiric Equations (3) and (4) 
and 
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Wind Power Unit Module
where ρ is the density of air, S is the effective area swept by the blades and v is the input wind speed. According to Betz's law, the actual power conversion efficiency of a wind turbine is always less than a limit ratio of 16/27 (≈0.593 ) [46] . Thus, the actual power converted by wind turbine is
where C P is the performance coefficient of wind turbine, and the maximum will not be greater than 0.593. If the angular movement of airstream is taken into account, the performance coefficient can be described by nonlinear functions of the pitch angle of blades and the tip speed ratio of the wind turbine, and modeled by the empiric Equations (3) and (4) [47, 48] :
and
where β represents the pitch angle and the tip speed ratio λ is defined as the weighted ratio of the tangential speed and the wind speed:
Besides, C 1 -C 6 are experimental coefficients following to the reference [47] , ω W and R are the angular velocity and the radius of the turbine blades, respectively.
The transmission mechanism among the wind turbine, gearbox and generator is described as the followed kinetic equation:
where parameters J and τ represent the moment of inertia and torque and the subscripts W and G represent the wind turbine and generator, respectively. γ represents the transmission ratio in the gearbox. Each of the models is connected by a torque signal depending on the generated wind power of wind turbine and the transmission ratio of gearbox. The output power of generator is calculated as:
where ω G represents the angular velocity of generator. The relationship between wind turbine and generator are described by the Equations (8) and (9):
In addition, there are cut in and cut out velocities which should be taken into consideration for production and safety reasons, no electric power will be produced if the wind speed goes out of the range defined by the cut in and cut out velocities.
Heater Modules
The most common heating equipment for liquid medium is the electric boiler. In this work, both two electric devices (water heater and molten salt heater) are simplified as one-dimensional models. The fluids enter the heaters and absorb heat via a heat-conducting model. The heat flow rate of the heat-conducting model is calculated as:
.
where the W t represents the heat flow rate, η e-t is the efficiency of thermo-electrical conversion, P e is the electric power input (continuous heating power and charge rate) of the electric heater, . m f represents the mass flow rate of fluid, c pf is the specific heat of fluid and ∆T f is the fluid temperature difference between outlet and inlet.
Two-Tank Storage Module
As one of the most important sectors of the integrated system, the two-tank storage module includes two storage tanks (a hot tank and a cold tank), two pumps, several temperature sensors, control valves, pipes and function connectors. The schematic of this storage module is presented in Figure 5 . The overall module will be controlled by the TES controller module through the connectors Input_u1, Input_u2 and hot tank fluid level output (Output_y), among which the fluid level of the hot tank is involved in the control with the limited maximum and minimum levels (sum of initial fluid levels in cold and hot tanks; 0). The monitoring of inlet and outlet temperatures of the hot and cold tanks can be achieved by the temperature sensors located at each side of tanks.
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Figure 5. The overall module will be controlled by the TES controller module through the connectors Input_u1, Input_u2 and hot tank fluid level output (Output_y), among which the fluid level of the hot tank is involved in the control with the limited maximum and minimum levels (sum of initial fluid levels in cold and hot tanks; 0). The monitoring of inlet and outlet temperatures of the hot and cold tanks can be achieved by the temperature sensors located at each side of tanks. Unlike the single-tank system and phase change material storage system, the two-tank storage system achieves the goals of charging and discharging with little attention to the temperature distribution of the fluid in tanks. So, for the sake of simplicity, temperature distributions in the storage tanks are ignored.
The fluid flow components in this module are developed as one-dimensional dynamic models, mainly based on a generic set of equations of the conservation of mass, energy and momentum:
 
where ρ, m  , h and p are, respectively, the density, mass flow rate, specific enthalpy and pressure of the fluid (molten salt), A is the cross-sectional area of the component for fluid, g is the constant of gravity, ΔQ denotes any other energy attached, z and F are respectively set for the elevation and sum of forces. The subscript x is used to represent the position along the flow direction of the components, and Δx is the quantities of the position variation. Besides, the fluid internal specific energy ux in Equation (13) is given by
Heat Exchanger Module
The heat exchanger is applied to realize the heat transfer between molten salt and water. The one-dimensional model, which is suitable for transient response analysis, is employed to reflect the temperature variation of both sides of heat transfer walls. The outlet temperature of one side in the heat exchanger is determined by the inlet temperature, the mass flow rate of the HTF, the specific Unlike the single-tank system and phase change material storage system, the two-tank storage system achieves the goals of charging and discharging with little attention to the temperature distribution of the fluid in tanks. So, for the sake of simplicity, temperature distributions in the storage tanks are ignored.
where ρ,
. m, h and p are, respectively, the density, mass flow rate, specific enthalpy and pressure of the fluid (molten salt), A is the cross-sectional area of the component for fluid, g is the constant of gravity, ∆Q denotes any other energy attached, z and F are respectively set for the elevation and sum of forces. The subscript x is used to represent the position along the flow direction of the components, and ∆x is the quantities of the position variation. Besides, the fluid internal specific energy u x in Equation (13) is given by
The heat exchanger is applied to realize the heat transfer between molten salt and water. The one-dimensional model, which is suitable for transient response analysis, is employed to reflect the temperature variation of both sides of heat transfer walls. The outlet temperature of one side in the heat exchanger is determined by the inlet temperature, the mass flow rate of the HTF, the specific heat of the HTF and the heat transfer rate. Besides, the exchange effectiveness is taken into consideration. The physical processes can be described by equations
. m w are the mass flow rates of molten salt and water, c ps and c pw respectively denote the specific heat of molten salt and water, T s,in , T s,out , T w,in and T w,out respectively represent the inlet and outlet temperatures of molten salt and water, W s and W w are the heat transfer rate of molten salt and water, η HE is the efficiency of the heat exchange between two sides.
Heating Loop Module
In this module, the loop provides heat to the space of the user side through a heat exchanger. The physical process is achieved by a convection heat transfer model. The employed correlation for the model is given by:
where W DH is the heat transfer rate, k is the heat transfer coefficient, A DH is the heat transfer surface and T w is the inlet temperature of the heat exchanger, and T a is the temperature of the indoor air.
Controller Modules
The air temperature of the user side is kept to the set value NCT by the means of two system level controllers: the power controller and the TES controller.
The power controller is used to divide the wind power into three branches with electric load and heat load, respectively, for the use of electrical power supply, continuous heating and temperature compensation.
The charge and discharge processes of the thermal storage system are achieved by a TES controller. The TES controller is to control the outlet flow rates of cold and hot storage tanks. The input power for each heating loop, the feedback temperature of the user side and the fluid level are key criteria for the charge and discharge control processes. The pumps use the calculated parameters to modulate the outlet mass flow rates in order to meet the set point NCT. If the input power of salt heater is greater than zero, the charge mode is turned on. Conversely, if the input power of salt heater is zero or the hot storage tank is full load, the charge mode will be turned off.
The outlet mass flow rate of cold tank pump is defined as:
where the W t represents the heat flow rate and ∆T f (calculated as 273 K) is the difference between the temperatures of cold and hot storage tank. The control of the outlet mass flow rate of the hot tank pump is governed by a PI controller which can maintain the feedback air temperature of the user side within the desired range, the pump will be turned on whenever the feedback temperature of the DH loop falls below NCT. The actual utilization of total available wind energy of the system is defined as:
where E W is the total available wind energy, E u is the sum of the utilized energy. E DH and E ES are the portions of the wind energy which are used for DH and electricity supply, and E N is the net TES at the end of the operation. E W, E DH , E ES and E N are calculated as:
where E charge and E discharge are the charge and discharge energies. P W , P CH , P ES , P charge and P discharge respectively represent the total generated wind power, the continuous heating power, the electricity supplying power, the charge power and the discharge power. T d is the test duration. Thus, the total wind rejected power is defined by the equation:
The completion rate of electric power supply and DH are respectively defined as:
where the E ED and E TD respectively represent the electrical and thermal energy demand. E ED and E TD are defined as:
P ED and P TD are the electric load and heat load, respectively.
Model Validation
The validation of the TES model developed in Section 3.2 is performed by comparing its numerical results with the experimental results obtained from the work of Peiró et al. [32] . The two loops, including HTF loop and TES loop, are used to carry out the experiment of a smaller scale indirect two-tank MSTES system. Synthetic thermal oil (Therminol VP-1) and molten salt (Solar Salt) were respectively employed as the HTF and the TES medium in these two loops. The charge and discharge processes were implemented and tested.
The parameters, such as initial temperature, the flow rate of fluid, thermal properties of heat transfer and heat storage media, etc. are adopted to accommodate the experimental setup. The simulation model is developed according to the experimental facility. The experimental conditions are tabulated in Table 2 . Mass flow rate of TES medium kg/s 0.11 Figure 6 shows the inlet and outlet temperature evolutions in both HTF and TES sides of the heat exchanger in the indirect two-tank MSTES system during a charge and discharge process, respectively. The dotted and solid lines represent the temperatures of synthetic thermal oil and molten salt in the reference experiment, respectively. In our simulation work, the dashed lines represent the temperatures of synthetic thermal oil, and the dash-dot lines represent the temperatures of molten salt. Figure 6 shows the inlet and outlet temperature evolutions in both HTF and TES sides of the heat exchanger in the indirect two-tank MSTES system during a charge and discharge process, respectively. The dotted and solid lines represent the temperatures of synthetic thermal oil and molten salt in the reference experiment, respectively. In our simulation work, the dashed lines represent the temperatures of synthetic thermal oil, and the dash-dot lines represent the temperatures of molten salt. From Figure 6 , there are two differences between the experimental results and numerical results. The first one is that the gradual changes of inlet molten salt temperatures can be observed in the beginning of both experimental charge and discharge processes, the change during the charge process is from a higher temperature to the design value, and the change during the discharge process From Figure 6 , there are two differences between the experimental results and numerical results. The first one is that the gradual changes of inlet molten salt temperatures can be observed in the beginning of both experimental charge and discharge processes, the change during the charge process is from a higher temperature to the design value, and the change during the discharge process is from a lower temperature to the design value. Referring to the explanation of the literature [32] , this is because an electrical tracing system is installed along the piping of the molten salt loop to help maintain the molten salt pipes at a desired temperature and avoid solidification problems. Another difference is the small discrepancy between the outlet temperatures in the molten salt side of the experiment and numerical test. Gradual changes are visible in the beginning of both numerical charge and discharge processes. The outlet temperatures of the molten salt in the beginning of the running processes are close to the inlet temperatures of synthetic thermal oil, unlike the values in the experiment. This gradual change is due to the temperature front propagation which is caused by the initial temperature settings and the running process of the model. During the run time, the synthetic thermal oil is flowing continuously, and the molten salt only flows during the charge and discharge processes; therefore, the molten salt outlet temperature is affected by the temperature of the synthetic thermal oil side.
When the systems reach a dynamic balance state, the numerical results are observed to agree well with the experimental results within the consideration of uncertainty in heat transfer coefficients, heat loss of real experiment apparatus and measurement errors. The validation work proves that the TES system model and its components models are reliable to be taken as an evaluation basis. Furthermore, the model library can be flexibly applied in any related system modeling and simulation works.
Model Assumptions
The variation of wind speed acquired from the reference [40] is shown in Figure 7 , the time interval of the data is 10 min. The WPP system is assumed to contain ten wind turbines with rated capacity of 3.5 MW. The cut in and cut out velocities are 4 m/s and 25 m/s, respectively. Thus, the total power generation of the wind farm can be calculated. The results are shown in Figure 8 . For simplicity, the variations of (1) the outdoor temperature of user side acquired from the reference [49] and (2) grid demand acquired from the reference [50] are copied to seven-day diurnal curves and assumed to be identical every single day. Besides, the grid demand profile is specified such that the maximum grid demand is equal to the rated capacity of the wind farm (35 MW). The grid demand and heat demand (calculated ignoring the heat exchange between indoor and outdoor) are also plotted in Figure 8 . is from a lower temperature to the design value. Referring to the explanation of the literature [32] , this is because an electrical tracing system is installed along the piping of the molten salt loop to help maintain the molten salt pipes at a desired temperature and avoid solidification problems. Another difference is the small discrepancy between the outlet temperatures in the molten salt side of the experiment and numerical test. Gradual changes are visible in the beginning of both numerical charge and discharge processes. The outlet temperatures of the molten salt in the beginning of the running processes are close to the inlet temperatures of synthetic thermal oil, unlike the values in the experiment. This gradual change is due to the temperature front propagation which is caused by the initial temperature settings and the running process of the model. During the run time, the synthetic thermal oil is flowing continuously, and the molten salt only flows during the charge and discharge processes; therefore, the molten salt outlet temperature is affected by the temperature of the synthetic thermal oil side. When the systems reach a dynamic balance state, the numerical results are observed to agree well with the experimental results within the consideration of uncertainty in heat transfer coefficients, heat loss of real experiment apparatus and measurement errors. The validation work proves that the TES system model and its components models are reliable to be taken as an evaluation basis. Furthermore, the model library can be flexibly applied in any related system modeling and simulation works.
The variation of wind speed acquired from the reference [40] is shown in Figure 7 , the time interval of the data is 10 min. The WPP system is assumed to contain ten wind turbines with rated capacity of 3.5 MW. The cut in and cut out velocities are 4 m/s and 25 m/s, respectively. Thus, the total power generation of the wind farm can be calculated. The results are shown in Figure 8 . For simplicity, the variations of (1) the outdoor temperature of user side acquired from the reference [49] and (2) grid demand acquired from the reference [50] are copied to seven-day diurnal curves and assumed to be identical every single day. Besides, the grid demand profile is specified such that the maximum grid demand is equal to the rated capacity of the wind farm (35 MW). The grid demand and heat demand (calculated ignoring the heat exchange between indoor and outdoor) are also plotted in Figure 8 . 
Results and Discussion
Operation and Performance of the Integrated System
In this section, a one-week simulation of the WTES system is presented. Figure 9 shows the actual electrical and thermal outputs of the WTES system. It is observed that the electricity output can meet the grid demand for several short periods and remain insufficient during the rest of the periods. This is caused by the nature of the generation of the WPP system, whose output profile is unmatched with the current grid demand. This leads to a great amount of wind energy rejection (65.2%) during the period when the WPP system is not equipped with a TES (referring to the Figure 10) . With the consumption of the DH system, most of the rejected wind power is utilized as thermal power. As shown in Figure 10 , the wind energy rejection is largely reduced when WTES is applied. However, a small amount of wind energy (8.5%) is still rejected, due to the limited capacity of the TES system. It is also observed that the heat demand can be satisfied all the time, in which case the indoor temperature of the user side is in a relatively stable range (around NCT).
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In this section, a one-week simulation of the WTES system is presented. Figure 9 shows the actual electrical and thermal outputs of the WTES system. It is observed that the electricity output can meet the grid demand for several short periods and remain insufficient during the rest of the periods. This is caused by the nature of the generation of the WPP system, whose output profile is unmatched with the current grid demand. This leads to a great amount of wind energy rejection (65.2%) during the period when the WPP system is not equipped with a TES (referring to the Figure  10 ). With the consumption of the DH system, most of the rejected wind power is utilized as thermal power. As shown in Figure 10 , the wind energy rejection is largely reduced when WTES is applied. However, a small amount of wind energy (8.5%) is still rejected, due to the limited capacity of the TES system. It is also observed that the heat demand can be satisfied all the time, in which case the indoor temperature of the user side is in a relatively stable range (around NCT). Figure 11 shows the energy flow of the DH system. The heat load acts as the threshold here and divides the rejected wind power into two parts: continuous heating and TES. During the periods that the heat demand can be satisfied by directly consuming the rejected power, the variable excess wind power is charged into the TES as thermal energy for later use. When the rejected wind power cannot meet the heat demand, the TES discharges thermal energy as a supplement to maintain the desired thermal energy supply. Figure 12 describes the variations of fluid levels in the cold and hot storage tanks, respectively. It is observed that the fluid level changes as the charges and discharges processes. As can be seen in Figure 12 , the fluid level of the hot storage tank is maintained at the maximum (10 m) over several Figure 13 illustrates the comparison of total available wind energy utilization of the system between using and not using DH and TES. The total energy utilization is defined by Equation (21) . The result shows that the daily utilizations of the WPP system (without using DH and TES) keep at a very low level (from 8.3% to 58.8%), while the daily utilizations of the WTES system are much higher (from 65.0% to 100.0%). Particularly, the actual total energy utilization of the WTES system reaches 100% in day 4. It is worth noting that during the periods (days 2, 5, 6 and 7) when the wind resources are too poor to match the electric energy demand, the DH system together with the TES system consume a great part of the wind power rejection. This significantly increases the energy utilization of the system. The actual wind energy utilization during the seven-day operation increases from 34.9% to 83.7% by applying DH and TES. Detailed simulation results of the operation performance are tabulated in Table 3 . Figure 12 . Simulated results of the fluid levels in cold and hot molten salt storage tanks. Figure 13 illustrates the comparison of total available wind energy utilization of the system between using and not using DH and TES. The total energy utilization is defined by Equation (21) . The result shows that the daily utilizations of the WPP system (without using DH and TES) keep at a very low level (from 8.3% to 58.8%), while the daily utilizations of the WTES system are much higher (from 65.0% to 100.0%). Particularly, the actual total energy utilization of the WTES system reaches 100% in day 4. It is worth noting that during the periods (days 2, 5, 6 and 7) when the wind resources are too poor to match the electric energy demand, the DH system together with the TES system consume a great part of the wind power rejection. This significantly increases the energy utilization of the system. The actual wind energy utilization during the seven-day operation increases from 34.9% to 83.7% by applying DH and TES. Detailed simulation results of the operation performance are tabulated in Table 3 . Figure 13 illustrates the comparison of total available wind energy utilization of the system between using and not using DH and TES. The total energy utilization is defined by Equation (21) . The result shows that the daily utilizations of the WPP system (without using DH and TES) keep at a very low level (from 8.3% to 58.8%), while the daily utilizations of the WTES system are much higher (from 65.0% to 100.0%). Particularly, the actual total energy utilization of the WTES system reaches 100% in day 4. It is worth noting that during the periods (days 2, 5, 6 and 7) when the wind resources are too poor to match the electric energy demand, the DH system together with the TES system consume a great part of the wind power rejection. This significantly increases the energy utilization of the system. The actual wind energy utilization during the seven-day operation increases from 34.9% to 83.7% by applying DH and TES. Detailed simulation results of the operation performance are tabulated in Table 3 . In this section, parametric analysis is conducted to investigate the influence of the system configuration on the performance of the integrated WTES system. Different storage tank sizes (6 m, 8 m, 10 m, 12 m and 14 m in diameter) and areas of DH (30,000, 50,000, and 70,000 m 2 ) are adopted. Table 4 provides the performance variations of the WTES system with different storage tank diameters. From the observations in Table 4 , it is found that the heat demand cannot be completely met when the storage tanks have a diameter below 8 m. This provides a design reference for the scale of TES. The net TES during a one-week operation is observed to increase with the diameter of the storage tanks. Accordingly, the rejected wind energy decreases, because TES with a larger scale can provide larger capacity to utilize the power rejection for later use. From the comparison between systems using or not using DH to utilize the wind power rejection, it is found that the wind energy rejection significantly drops (around 1-2 orders of magnitude) when a WPP system employs a DH system. Accordingly, the energy utilization largely increases (around 2-3 times), and reaches a satisfying level (over 85%). Table 5 gives the simulation results of the system performances under various DH scales, using a fixed grid demand and TES scale (10 m in diameter). It is found that the heat demand can be completely satisfied when the heating area is 30,000 and 50,000 m 2 . When the heating area increases to 70,000 m 2 , the completion rate of DH drops below 100%. However, such a great heating area (heat demand) significantly contributes to the reduction of the wind energy rejection, which results in a much higher total energy utilization of the system. It can be predicted that larger TES scales (for instance, using storage tanks with a diameter of 12 m and 14 m) may afford a complete heat supply for such a heating area. However, the scale of TES system is also limited by economic factors, which will be discussed in our future work. 
Conclusions
In the present study, a WPP integrated with TES for DH was proposed to improve the utilization of wind energy, especially when the wind power rejection occurs in winter days. The feasibility of the solution was taken into account. Details in system operation and controlling process were described for the integrated WTES system. A generic model library and a one-dimensional system model of the integrated system were developed with the object-oriented programming language Modelica based on the Dymola simulation platform. The validation work of the main components of the TES module against experimental results was conducted. The results proved that the component models are reliable. The dynamic performances of the considered system were analyzed by using the system model based on a seven-day operation. Wind energy saving dispatch was given under the operation mode. The fluid levels in both cold and hot storage tanks were plotted. The effects of different system configurations on the performance of the integrated system were also analyzed. The main conclusions of the WTES system are summarized as follows:
(1) The seven-day simulation results showed that the daily utilization of wind energy of the WTES system is much higher than that of the WPP system (without DH and TES). Meanwhile, the normal operation of the WTES system is under a simple and automatic control scheme, by which the electricity supplying and the DH form integrated dispatching and command. (2) The integrated system with a larger scale of TES can provide larger capacity to utilize the rejected wind energy, thus resulting in a higher total energy utilization. Parametric analysis reveals that the WTES system performance in the case of a given scale of the wind farm mainly depends on the configuration of the TES system and heat demand from users. The optimal design of the system can be carried out by giving the actual conditions of each wind farm and user demand. (3) In summary, the integrated WTES system is considered to be effective on enhancing the utilization of wind energy under great wind rejection. 
